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1. CHANGES TO SPECIFICATIONS: Attached hereto are new and revised pages and sections to the 
specifications. The revised mark is shown on each page. 
 

 a.  REVISED PROVISIONS/CLAUSES/PAGES . Following are revised paragraphs to the specifications 
Changes are indicated in bold.   Although the entire sections are being re-issued under Am-0002, only the 
following pages/provisions/clauses changed in these sections. 
  
  SUBMITTAL REGISTER 
   - Pages 1 thru 47 
   
  Section 01420 - Source of Reference Publications 
   - Pages 1 thru 20 
  
  Section 01900 - Miscellaneous Provisions 

- paragraph: 1.16 Government Furnished/ Contractor Installed Items (GF/CI) 
- paragraph: 1.11.1.2 Connectivity Requirements 

 
  Section 02531a - Sanitary Sewers 
    - paragraph: 2.6    Stainless Steel Ladder 
   - paragraph: 3.4.1  General Requirements 
  
  Section 02630a - Storm-Drainage System 
    - paragraph: 2.4  Stainless Steel Ladder 
 
  Section 10201N - Metal Wall and Door Louvers 
    - paragraph: 2.3.2   Operable Louvers 
 
  Section 15181A - Hydronic Heating, Chilled, and Condenser Water Piping and Accessories (For 

Central Plant (CP-2) Chiller Equipment Only) 
  - paragraph: 2.8.1    Strainer 
 
Section 15895A - Air Supply, Distribution, Ventilation Exhaust System 

    - paragraph: 2.11.3   Quality Assurance 
 
  Section 15952B - Direct Digital Control for Central Plant  

(For Central Plant (CP-2) Chiller Equipment Only) 
    - paragraph: 2.10.8   Central Workstation/Tester 
 
 
  Section 16710A - Premises Distribution System 

- paragraph: 1.1   REFERENCES 
   - paragraph: 1.4.1   Minimum Contractor Qualifications 

- paragraph: 1.3   SUBMITTALS 
   - paragraph: 2.3.2.1   62.5-Micron Multimode for NIPRNET 
   - paragraph: 2.3.2.2   50-Micron Multimode for SIPRNET 
 
   - paragraph: 2.3.3.1   Connectors for NIPRNET 
   - paragraph: 2.3.3.2   Connectors for SIPRNET 
 
   - paragraph: 2.4.3   Floor Mounted Equipment Cabinets 
 
   - paragraph: 2.7 PROTECTED DISTRIBUTION SYSTEM (PDS) FOR SIPRNET 
   - paragraph: 2.7.1    PDS Conduit Infrastructure 
   - paragraph: 2.7.2   Secured SIPRNET Distribution Junction Box 
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   - paragraph: 2.7.3   Secured SIPRNET Interface Panel 
   - paragraph: 2.7.4   SIPRNET Work Area Outlet Assembly 
 
   - paragraph: 3.1   INSTALLATION 
 
   - paragraph: 3.1.9   Protected Distribution System (PDS) for SIPRNET 
 
   - paragraph: 3.4   ADDITIONAL MATERIALS 
   - paragraph: 3.6.4   Protected Distribution System (PDS) for SIPRNET 
 

 
 b.  DELETED PROVISIONS/CLAUSES/PAGES.  The following items are deleted from the solicitation. 
 
  NONE 

  
 
c.  NEW PROVISION/CLAUSES/PAGES.  The following items are added to the solicitation.  Although 
the entire sections are being re-issued under Am-0002, only the following item are added. 

 
  NONE 
 
 
2. CHANGES TO DRAWINGS 
 

a.  REVISED DRAWINGS (NOT USED). Following are revisions made to drawings listed. These revised 
drawings will not be issued with this amendment but will be furnished to the successful bidder at the time 
of award of the Contract. Revised drawings are available for inspection by bidders at the Office of the 
Contracting Officer. 

 
  NONE 
 

b.  REVISED DRAWINGS. (ISSUED).  The following revised drawings, replace like-numbered drawings 
and are issued herein with: 

 
 RING  DRAWING  SHEET  
 NO.  NO.  NO.  LETTER TITLE 
 
TITLE SHEETS 
 2 141-83-01 TO-2 a SCHEDULE OF DRAWINGS 
 
 3 141-83-01 TO-3 a SCHEDULE OF DRAWINGS 
 
 4 141-83-01 TO-4 a SCHEDULE OF DRAWINGS 
 
 5 141-83-01 TO-5 a SCHEDULE OF DRAWINGS 
 
CIVIL DRAWINGS 
 
 23 141-83-01 CSB-18 a UTILITY PLAN 
 
 31 141-83-01 CSB-24 a STRIPING & SIGNAGE PLAN - 1 
 
 32 141-83-01 CSB-25 a STRIPING & SIGNAGE PLAN – 2 
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 39 141-83-01 CPB-6 a WATER PROFILES 
 
 56 141-83-01 CDB-8 a PAVEMENT MARKING DETAILS 
 
 58 141-83-01 CSC-1 a CENTRAL PLANT “CP-2” DEMOLITION 

& REMOVAL PLAN 
 
 59 141-83-01 CSC-2 a CENTRAL PLANT “CP-2” SITE & 

UTILITY PLAN 
 
 60 141-83-01 CSC-3 a CENTRAL PLANT “CP-2” GRADING & 

DRAINAGE PLAN 
 
BLDG “BN-3” ARCHITECTURAL DRAWINGS 
 
 107 141-83-01 AU-1 a FIRST FLOOR PLAN 
 
 108 141-83-01 AU-2 a FIRST FLOOR DIMENSIONED PLAN 
 
 109 141-83-01 AU-3 a FIRST FLOOR PLAN-SIGNAGE, WINDOW 

TREATMENT & FLOOR FINISHES 
 
 113 141-83-01 AU-7 a FIRST FLOOR REFLECTED CEILING PLAN 
 
 114 141-83-01 AU-8 a SECOND FLOOR REFLECTED CEILING PLAN 
 
 123 141-83-01 AU-17 a DETAIL FLOOR PLANS 
 
 125 141-83-01 AU-19 a ELEVATOR SECTIONS & DETAILS 
 
 126 141-83-01 AU-20 a ROOM FINISH SCHEDULE, TOILET 

ACCESSORIES MOUNTING HEIGHT 
 
 128 141-83-01 AU-22 a INTERIOR ELEVATIONS 
 
 129 141-83-01 AU-23 a INTERIOR ELEVATIONS 
 
 143 141-83-01 AU-37 a MISCELLANEOUS DETAILS 
 
 147 141-83-01 AU-41 a INTERIOR SIGNAGE SCHEDULE 
 
 149 141-83-01 AU-43 a COLOR AND MATERIAL SCHEDULE 
 
BLDG “BD-3” STRUCTURAL DRAWINGS 
 
 153 141-83-01 SU-4 a FOUNDATION AND FIRST FLOOR PLAN 
 
 154 141-83-01 SU-5 a SECOND FLOOR FRAMING PLAN 
 
BLDG “BN-3” MECHANICAL DRAWINGS 
 
 174 141-83-01 MU-2 a PARTIAL FIRST FLOOR AIR CONDITIONING 

AND VENTILATION PLAN 
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 175 141-83-01 MU-3 a PARTIAL FIRST FLOOR AIR CONDITIONING 
AND VENTILATION PLAN 

 
 176 141-83-01 MU-4 a PARTIAL SECOND FLOOR AIR CONDITIONING 

AND VENTILATION PLAN 
 
 179 141-83-01 MU-7 a CHILLED WATER PIPING DIAGRAM 
 
 180 141-83-01 MU-8 a CONTROL DIAGRAM 
 
 181 141-83-01 MU-9 a CONTROL DIAGRAM 
 
 182 141-83-01 MU-10 a CONTROL DIAGRAM 
 
 183 141-83-01 MU-11 a DETAILS 
 
 184 141-83-01 MU-12 a DETAILS 
 
 188 141-83-01 MU-16 a EQUIPMENT SCHEDULES 
 
 189 141-83-01 MU-17 a AIR DEVICE SCHEDULE 
 
 190 141-83-01 MU-18 a AIR DEVICE SCHEDULE 
 
 191 141-83-01 MU-19 a FIRST FLOOR PLUMBING PLAN 
 
 194 141-83-01 MU-22 a FIRST AND SECOND FLOOR 

DETAILED PLUMBING PLANS 
 
 195 141-83-01 MU-23 a SANITARY PIPING DIAGRAM 
 
 198 141-83-01 MU-26 a DETAILS 
 
BLDG “BN-3” FIRE PROTECTION DRAWINGS 
 
 200 141-83-01 FU-1 a FIRE RATED CONSTRUCTION PLANS 
 
 202 141-83-01 FU-3 a FIRST FLOOR FIRE SUPPRESSION PLAN 
 
 204 141-83-01 FU-5 a FIRST FLOOR FIRE ALARM PLAN 
 
BLDG “BN-3” ELECTRICAL DRAWINGS 
 
 207 141-83-01 EU-1 a ELECTRICAL SYMBOLS, SINGLE LINE 

DIAGRAM, NIGHT CONTROL 
DIAGRAM, ELECTRIC SERVICE 
EQUIPMENT ELEVATION 

 
 208 141-83-01 EU-2 a FIRST FLOOR LIGHTING PLAN 
 
 209 141-83-01 EU-3 a FIRST FLOOR POWER PLAN, EXHAUST FAN #3 

DIAGRAM 
 
 210 141-83-01 EU-4 a FIRST FLOOR SIGNAL PLAN 



  
                                                          STANDARD FORM 30 
IFB No. DACA83-03-B-0001 Page 6 of 12 
Item 14 (Continued) 
 

 AM-0002  

 
 211 141-83-01 EU-5 a SECOND FLOOR LIGHTING PLAN 
 
 213 141-83-01 EU-7 a SECOND FLOOR SIGNAL PLAN 
 
 214 141-83-01 EU-8 a PANEL SCHEDULES, CONTROL DIAGRAM 
 
 217 141-83-01 EU-11a TELECOMMUNICATIONS DETAILS 1 
 
 219 141-83-01 EU-13a TELECOMMUNICATIONS DETAILS 3 
 
BLDG “BN-4” ARCHITECTURAL DRAWINGS 
 
 221 141-83-01 AX-1 a FIRST FLOOR PLAN 
 
 222 141-83-01 AX-2 a FIRST FLOOR DIMENSIONED PLAN 
 
 223 141-83-01 AX-3 a FIRST FLOOR PLAN-SIGNAGE, WINDOW 

TREATMENT & FLOOR FINISHES 
 
 226 141-83-01 AX-6 a SECOND FLOOR PLAN – SIGNAGE, WINDOW 

TREATMENT & FLOOR FINISHES 
 
 227 141-83-01 AX-7 a FIRST FLOOR REFLECTED CEILING PLAN 
 
 232 141-83-01 AX-12 a BUILDING SECTIONS 
 
 234 141-83-01 AX-14 a WALL SECTIONS 
 
 236 141-83-01 AX-16 a MISCELLANEOUS DETAILS 
 
 239 141-83-01 AX-19 a DETAIL FLOOR PLANS, DETAIL 

TOILET PLAN (RM 226) 
 
 241 141-83-01 AX-21 a ELEVATOR SECTIONS & DETAILS 
 
 242 141-83-01 AX-22 a ROOM FINISH SCHEDULE, TOILET 

ACCESSORIES MOUNTING HEIGHT 
 
 244 141-83-01 AX-24 a INTERIOR ELEVATIONS 
 
 247 141-83-01 AX-27 a INTERIOR ELEVATIONS 
 
 248 141-83-01 AX-28 a INTERIOR ELEVATIONS 
 
 249 141-83-01 AX-29 a INTERIOR ELEVATIONS 
 
 250 141-83-01 AX-30 a DOOR TYPES AND SCHEDULE 
 
 254 141-83-01 AX-34 a DOOR DETAILS 
 
 263 141-83-01 AX-43 a INTERIOR SIGNAGE SCHEDULE 
 
 265 141-83-01 AX-45 a COLOR AND MATERIAL SCHEDULE 
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BLDG “BN-4” STRUCTURAL DRAWINGS 
 
 269 141-83-01 SX-4 a FOUNDATION AND FIRST FLOOR PLAN 
 
 270 141-83-01 SX-5 a SECOND FLOOR FRAMING PLAN 
 
BLDG “BN-4” MECHANICAL DRAWINGS 
 
 289 141-83-01 MX-2 a PARTIAL FIRST FLOOR AIR CONDITIONING 

AND VENTILATION PLAN 
 
 290 141-83-01 MX-3 a PARTIAL FIRST FLOOR AIR CONDITIONING 

AND VENTILATION PLAN 
 
 295 141-83-01 MX-8 a SECTIONS 
 
 296 141-83-01 MX-9 a CHILLED WATER PIPING DIAGRAM 
 
 297 141-83-01 MX-10 a CONTROL DIAGRAM 
 
 298 141-83-01 MX-11 a CONTROL DIAGRAM 
 
 299 141-83-01 MX-12 a CONTROL DIAGRAM 
 
 300 141-83-01 MX-13 a DETAILS 
 
 301 141-83-01 MX-14 a DETAILS 
 
 305 141-83-01 MX-18 a EQUIPMENT SCHEDULES 
 
 306 141-83-01 MX-19 a AIR DEVICE SCHEDULE 
 
 307 141-83-01 MX-20 a AIR DEVICE SCHEDULE 
 
 308 141-83-01 MX-21 a FIRST FLOOR PLUMBING PLAN 
 
 312 141-83-01 MX-25 a SANITARY PIPING DIAGRAM 
 
 315 141-83-01 MX-28 a DETAILS 
 
BLDG “BN-4” FIRE PROTECTION DRAWINGS 
 
 317 141-83-01 FX-1 a FIRE RATED CONSTRUCTION PLANS 
 
 319 141-83-01 FX-3 a FIRST FLOOR FIRE SUPPRESSION PLAN 
 
 321 141-83-01 FX-5 a FIRST FLOOR FIRE ALARM PLAN 
 
BLDG “BN-4” ELECTRICAL DRAWINGS 
 
 324 141-83-01 EX-1 a ELECTRICAL SYMBOLS, SINGLE LINE 

DIAGRAM, NIGHT CONTROL 
DIAGRAM, ELECTRIC SERVICE 
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EQUIPMENT ELEVATION 
 
 325 141-83-01 EX-2 a FIRST FLOOR LIGHTING PLAN 
 
 326 141-83-01 EX-3 a FIRST FLOOR POWER PLAN, EXHAUST FAN #3 

DIAGRAM 
 
 327 141-83-01 EX-4 a FIRST FLOOR SIGNAL PLAN 
 
 328 141-83-01 EX-5 a SECOND FLOOR LIGHTING PLAN 
 
 330 141-83-01 EX-7 a SECOND FLOOR SIGNAL PLAN 
 
 331 141-83-01 EX-8 a PANEL SCHEDULES 
 
 334 141-83-01 EX-11a TELECOMMUNICATIONS DETAILS 1 
 
 336 141-83-01 EX-13a TELECOMMUNICATIONS DETAILS 3 
 
BLDG “BDE-1” ARCHITECTURAL DRAWINGS 
 
 339 141-83-01 AZ-2 a DIMENSIONED FLOOR PLAN 
 
 340 141-83-01 AZ-3 a FLOOR PLAN – SIGNAGE, WINDOW 

TREATMENT & FLOOR FINISHES 
 
 342 141-83-01 AZ-5 a ROOF PLAN 
 
 343 141-83-01 AZ-6 a EXTERIOR ELEVATIONS 
 
 344 141-83-01 AZ-7 a BUILDING SECTIONS 
 
 345 141-83-01 AZ-8 a WALL SECTIONS 
 
 355 141-83-01 AZ-18a WINDOW SCHEDULE, WINDOW TYPES, AND 

WINDOW DETAILS 
 
 358 141-83-01 AZ-21a DOOR DETAILS 
 
 359 141-83-01 AZ-22a WINDOW DETAILS 
 
 360 141-83-01 AZ-23a PARTITION DETAILS 
 
 366 141-83-01 AZ-29a MISCELLANEOUS DETAILS 
 
 367 141-83-01 AZ-30a INTERIOR SIGNAGE SCHEDULE 
 
 369 141-83-01 AZ-32a COLOR AND MATERIAL SCHEDULE 
 
BLDG “BDE-1” STRUCTURAL DRAWINGS 
 
 374 141-83-01 SZ-5 a ROOF FRAMING PLAN 
 
 375 141-83-01 SZ-6 a CEILING FRAMING PLAN 
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 382 141-83-01 SZ-13 a DETAILS 
 
 385 141-83-01 SZ-16 a DETAILS 
 
BLDG “BDE-1” MECHANICAL DRAWINGS 
 
 388 141-83-01 MZ-3 a PARTIAL FIRST FLOOR AIR CONDITIONING 

AND VENTILATION PLAN 
 
 389 141-83-01 MZ-4 a SECTIONS 
 
 390 141-83-01 MZ-5 a CHILLED WATER PIPING DIAGRAM 
 
 391 141-83-01 MZ-6 a CONTROL DIAGRAM 
 
 392 141-83-01 MZ-7 a CONTROL DIAGRAM 
 
 393 141-83-01 MZ-8 a DETAILS 
 
 395 141-83-01 MZ-10 a DETAILS 
 
 397 141-83-01 MZ-12 a EQUIPMENT SCHEDULES 
 
 398 141-83-01 MZ-13 a AIR DEVICE SCHEDULE  
 
 399 141-83-01 MZ-14 a AIR DEVICE SCHEDULE 
 
 400 141-83-01 MZ-15 a FIRST FLOOR PLUMBING PLAN 
 
 401 141-83-01 MZ-16 a ROOF PLAN 
 
 402 141-83-01 MZ-17 a DETAIL PLUMBING PLANS 
 
 403 141-83-01 MZ-18 a SANITARY PIPING DIAGRAM 
 
 404 141-83-01 MZ-19 a WATER PIPING DIAGRAM 
 
BLDG “BDE-1” FIRE PROTECTION DRAWINGS 
 
 411 141-83-01 FZ-4 a FIRE ALARM PLAN 
 
BLDG “BDE-1” ELECTRICAL DRAWINGS 
 
 413 141-83-01 EZ-1 a ELECTRICAL SYMBOLS, SINGLE LINE 

DIAGRAM, NIGHT CONTROL 
DIAGRAM, ELECTRIC SERVICE 
EQUIPMENT ELEVATION 

 
 414 141-83-01 EZ-2 a LIGHTING PLAN 
 
 415 141-83-01 EZ-3 a POWER PLAN, EXHAUST FAN #2 DIAGRAM 
 
 416 141-83-01 EZ-4 a SIGNAL PLAN 
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 417 141-83-01 EZ-5 a PANEL SCHEDULES 
 
 420 141-83-01 EZ-8 a TELECOMMUNICATIONS DETAILS 1 
 
 422 141-83-01 EZ-10 a TELECOMMUNICATIONS DETAILS 3 
 
BLDG “CP-2” ARCHITECTURAL 
 
 423 141-83-01 ACP-1 a FLOOR PLAN, ROOF PLAN, 

REFLECTED CEILING PLAN 
 
 424 141-83-01 ACP-2 a EXTERIOR ELEVATIONS; BUILDING 

SECTIONS 
 
 426 141-83-01 ACP-4 a DOOR SCHEDULE; DOOR TYPES; 

MISCELLANEOUS DETAILS 
 
 428 141-83-01 ACP-6 a MISCELLANEOUS DETAILS, SIGN 

DETAILS 
 
BLDG “CP-2” STRUCTURAL 
 
 432 141-83-01 SCP-4 a FOUNDATION AND FIRST FLOOR, CEILING 

AND ROOF FRAMING PLANS 
 
 433 141-83-01 SCP-5 a BUILDING SECTIONS 
 
 434 141-83-01 SCP-6 a BUILDING SECTIONS 
 
BLDG “CP-2” MECHANICAL 
 
 438 141-83-01 MCP-2 a VENTILATION PLAN AND SECTIONS 
 
 440 141-83-01 MCP-4 a FAN CONTROL DIAGRAM AND 

SEQUENCE OF OPERATION 
 
 441 141-83-01 MCP-5 a DETAILS 
 
BLDG “CP-2” EQUIPMENT 
 
 453 141-83-01 MCE-3 a NEW CENTRAL PLANT BUILDING 

MECHANICAL PLAN, NOTES, AND 
LEGEND 

 
 455 141-83-01 MCE-5 a CHILLER PLANT PIPING DIAGRAMS 
 
 456 141-83-01 MCE-6 a DDC POINTS LIST 
 
 457 141-83-01 MCE-7 a SEQUENCE OF OPERATIONS 
 
 458 141-83-01 MCE-8 a SCHEMATIC DIAGRAMS 
 
 461 141-83-01 MCE-11 a SEISMIC TABLES AND DETAILS 
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 462 141-83-01 MCE-12 a DETAILS 
 
 463 141-83-01 MCE-13 a SCHEDULES 
 
 464 141-83-01 MCE-14 a CENTRAL PLANT DOC SITE 

COMMUNICATION NETWORK 
DIAGRAM 

 
 471 141-83-01 MS-4 a CHILLED WATER AND HYDRONIC LOOP 

PIPING DETAILS – 2 
 
 

C. NEW DRAWINGS (Added Sheets).  The following are added sheets and are issued herewith: 
 
 RING  DRAWING  SHEET  
 NO.  NO.  NO.  LETTER TITLE 
 
BLDG “BN-3” ELECTRICAL DRAWINGS 
 
 219a  141-83-01 EU-14 a FIRST FLOOR SIGNAL PLAN – 

SIPRNET 
 
 219b  141-83-01 EU-15 a SECOND FLOOR SIGNAL PLAN – 

SIRPNET 
 
 219c  141-83-01 EU-16 a SIPRNET RISER DIAGRAMS 
 
 219d  141-83-01 EU-17 a SIPRNET DETAILS 
 
BLDG “BN-4” ELECTRICAL DRAWINGS 
 
 336a  141-83-01 EX-14 a FIRST FLOOR SIGNA L PLAN – 

SIPRNET 
 
 336b  141-83-01 EX-15 a SECOND FLOOR SIGNAL PLAN – 

SIPRNET 
 
 336c  141-83-01 EX-16 a SIPRNET RISER DIAGRAMS 
 
 336d  141-83-01 EX-17 a SIPRNET DETAILS 
 
BLDG “BDE-1” ELECTRICAL DRAWINGS 
 
 422a  141-83-01 EZ-11 a SIGNAL PLAN – SIPRNET 
 
 422b  141-83-01 EZ-12 a SIPRNET RISER DIAGRAMS 
 
 422c  141-83-01 EX-13 a SIPRNET DETAILS 
 
 
 d.  DELETED DRAWINGS. The following previously issued are deleted in their entirety: 
 
  NONE 



  
                                                          STANDARD FORM 30 
IFB No. DACA83-03-B-0001 Page 12 of 12 
Item 14 (Continued) 
 

 AM-0002  

 
3. The original bid opening date shall be extended TO:  August 15, 2003, 2:00 P.M.   FROM:  August 8, 2003, 

2:00 P.M. Hawaiian Standard Time. 
 

 
n End of Section – 
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